
State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29, 2018 

Department of 
Environmental Quality 

Alan Matheson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, PhD 

Director 

Mike DeVries, General Manager 
Metropolitan Water District (Little Cottonwood WTP) 
3430 East Danish Road 
Cottonwood Heights, UT 84093 
VIA EMAIL 
devries@mwdsls.org 

Subject: UP DES General Drinking Water Treatment Plant Permit No. UTG64000 I 
Metropolitan Water District- Little Cottonwood WTP 

Dear Mr. DeVries, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 0 I, 2018. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640001. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UPDES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deg.utah.gov/division-water-guality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (801) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MGILS/blj 

Attachments ( 1 ) : I . General Permit 2018 

DWQ-20 18-005977 

195 North 1950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (801) 536-4300 • Fax (801) 536-4301 • T.D.D. (80 1) 536-4284 
www.deq.utah.gov 

Printeci on I 00% recvclerl mmer 



Page 2 
UPDES General Drinking Water Treatment Plant Permit No. UTG640001 
Metropolitan Water District- Little Cottonwood WTP 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
(UPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA 'J 1953, as amended (the ''Act''), 

METROPOLITAN WATER DISTRICT (LITTLE COTTONWOOD WTP) 

The drinking water treatment plant as identified in the application Permit No. UTG640001 is hereby 
directed to have no discharge to Waters of the State except as allowed in accordance with the provisions 
of this permit. 

This permit shall become effective on July 0 I, 2018. 

This general permit shall expire at midnight, June 30, 2023. 

Signed this 291
h day of June, 2018. 

'[;~~ 
Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State ofUtah 

GARY R. HERBERT 
Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29, 2018 

Department of 
Environmental Quality 

Alan Matheson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis. PhD 

Director 

Jared McKee, Manager 
Tridell-LaPoint Water Improvement 
PO Box 760061 
Tridell, UT 84076-0061 
VL4EMAIL 
jaredblainemckee@gmai !.com 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640002 
Tridel-LaPoint Water Improvement 

Dear Mr. McKee, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall 
begin July 01, 2018. All the requirements and conditions of this permit will be in effect at that time. 
Reporting requirements as specified in the permit, should be infrequent and in the form of a letter. Your 
treatment plant has been assigned UPDES permit No. UTG640002. Please refer to this number in future 
correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously 
looking for ways to improve our quality of service to you. In an effort to improve the State UPDES 
permitting process we are asking for your input. Please take a few moments to complete an online survey 
(Go to www.deq.utah.gov/division-water-quality and click on the "Feedback" link on the right side of 
page.) The results will be used to improve our quality and responsiveness to our permittees and give us 
feedback on customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at 
(801) 536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MG/LS/blj 

Attachments ( 1 ): 1. General Permit 2018 

DWQ-20 18-005977 

195 North 1950 West • Salt Lake City. UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (80 1) 536-4300 • Fax (80 I) 536-4301 • T.D.D. (80 I) 536-4284 
www.deq utah.I{OV 

Prinred on I 00% recycled paper 



Page 2 
UPDES General Drinking Water Treatment Plant Permit No. UTG640002 
Tridei-LaPoint Water Improvement 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
CUPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the ''Act'~, 

TRIDELL-LAPOINT WATER IMPROVEMENT 

The drinking water treatment plant as identified in the application Permit No. UTG640002 is hereby 
directed to have no discharge to Waters of the State except as allowed in accordance with the 
provisions of this permit. 

This permit shall become effective on July 01, 2018. 

This general permit shall expire at midnight, June 30, 2023. 

Signed this 29th day of June, 2018. 

Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieu/enanl Governor 

June 29,2018 

David Hatch 

Department of 
Environmental Quality 

Alan Matheson 
Execu/tve Direc/or 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, PhD 

Direclor 

Ashley Springs Treatment Plant 
609 Main Street 
Vernal, UT 84078 
VL4EMAIL 
davidhatch@avwsid.com 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640003 
Ashley Springs Treatment Plant 

Dear Mr. Hatch, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 0 l, 2018. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640003. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UP DES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deq .utah.gov/division-water-guality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (801) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MGILS/blj 

Attachments ( 1 ): l. General Permit 2018 
DWQ-20 I 8-005977 

195 North 1950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (801) 536-4300 • Fax (801) 536-4301 • T.D.D. (801) 536-4284 
www.deq. utah.gov 

Printed on 100% recvcled oaoer 
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UPDES General Drinking Water Treatment Plant Permit No. UTG640003 
Ashley Springs Treatment Plant 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
(UPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the "Act''), 

ASHLEY SPRINGS TREATMENT PLANT 

The drinking water treatment plant as identified in the application Permit No. UTG640003 is hereby 
directed to have no discharge to Waters of the State except as allowed in accordance with the provisions 
of this permit. 

This permit shall become effective on July 0 I, 2018. 

This general permit shall expire at midnight, June 30, 2023 . 

Signed this 291
h day of June, 2018. 

e~~ 
Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 

GARY R. HERBERT 
Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29,2018 

Department of 
Environmental Quality 

Alan Matheson 
Executive Director 

DIVISION OF WATER Q UALITY 
Erica Brown Gaddis. PhD 

Director 

William Shop, Park Superintendent 
Hite Marina Water Treatment Plant 
National Park Service 
PO Box 1507 
Page, AZ 86040 
VL4EMAIL 
craig hartline@nps.gov 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640004 
Hite Marina Water Treatment Plant 

Dear Mr. Shop, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 01,2018. All the requirements and conditions ofthis permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640004. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UP DES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deg.utah.gov/division-water-quality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (80 1) 
536-4381. 

Sincerely, 

[__u_;__0 /~~ 
Erica Brown Gaddis, PhD 
Director 

MG/LS/blj 

Attachments ( 1 ): I . General Permit 20 18 

DWQ-20 18-005977 

195 North 1950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (80 I) 536-4300 • Fax (801) 536-430 I • TDD. (80 I) 536-4284 

www.deq. utah.gov 
Printed on I 00% recycled paper 



Page 2 
UPDES General Drinking Water Treatment Plant Permit No. UTG640004 
Hite Marina Water Treatment Plant 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
CUPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the "Act''), 

HITE MARINA WATER TREATMENT PLANT 

The drinking water treatment plant as identified in the application Permit No. UTG640004 is hereby 
directed to have no discharge to Waters ofthe State except as allowed in accordance with the provisions 
ofthis permit. 

This permit shall become effective on July 01,2018. 

This general permit shall expire at midnight, June 30, 2023. 

Signed this 291
h day of June, 2018. 

Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29, 2018 

Department of 
Environmental Quality 

Alan Matheson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis. PhD 

Director 

Brad Nelson, M & I Manager 
Weber South Water Treatment Plant 
4803 East Highway I 01 
Layton, UT 84040 
VIA EMAIL 
bne lson@weberbas in .com 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640009 
Weber South Water Treatment Plant 

Dear Mr. Nelson, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 0 I, 2018. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640009. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UPDES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deq.utah.gov/division-water-quality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (80 1) 
536-4381. 

Sincerely, 

[~~/~ 
Erica Brown Gaddis, PhD 
Director 

MG/LS/blj 

Attachments ( 1 ): 1. General Permit 201 8 

DWQ-20 18-005977 

195 North 1950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 841 14-4870 

Telephone (801) 536-4300 • Fax (80 I) 536-430 I • T.D.D. (80 I) 536-4284 
www.deq.utah.gov 

Printeci on I 00% recvcleci n"ner 



Page 2 
UPDES General Drinking Water Treatment Plant Pennit No. UTG640009 
Weber South Water Treatment Plant 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
(UPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA'~ 1953, as amended (the "Act'1, 

WEBER SOUTH WATER TREATMENT PLANT 

The drinking water treatment plant as identified in the application Permit No. UTG640009 is hereby 
directed to have no discharge to Waters of the State except as allowed in accordance with the provisions 
of this permit. 

This permit shall become effective on July 01, 2018. 

This general permit shall expire at midnight, June 30, 2023. 

Signed this 29th day of June, 2018. 

L~-~ 
Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29,2018 

Department of 
Environmental Quality 

Alan Matheson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, PhD 

Director 

Brad Nelson, M & I Manager 
Davis North Water Treatment Plant 
4803 East Highway 1 01 
Layton, UT 84040 
VL4EMAIL 
bne lson@weberbasin .com 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG64001 0 
Davis North Water Treatment Plant 

Dear Mr. Nelson, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 0 I , 2018. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640010. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UP DES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deg.utah.gov/division-water-guality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (801) 
536-4381. 

Sincerely, 

c ~ ,t2. G 
0.-R--L-~ r'~ 

Erica Brown Gaddis, PhD 
Director 

MGILS/blj 

Attachments (1): I . General Permit 20 18 

DWQ-20 18-005977 

195 North 1950 West o Salt Lake City, UT 
Mailing Address: P.O. Box 144870 o Salt Lake City, UT 84114-4870 

Telephone (801) 536-4300 o Fax (801) 536-430 I o T.D.D. (80 I) 536-4284 
www deq. utah.!(OV 

Printec1 on I 00°/o recvclec1 n::me r 



Page 2 
UPDES General Drinking Water Treatment Plant Pennit No. UTG640010 
Davis North Water Treatment Plant 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
(UPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the ''Act''), 

DAVIS NORTH WATER TREATMENT PLANT 

The drinking water treatment plant as identified in the application Permit No. UTG640010 is hereby 
directed to have no discharge to Waters of the State except as allowed in accordance with the provisions 
of this permit. 

This permit shall become effective on July 01,2018. 

This general permit shall expire at midnight, June 30, 2023. 

Signed this 291
h day of June, 2018. 

Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29, 2018 

Department of 
Environmental Quality 

Alan Matheson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, PhD 

Director 

Brad Nelson, M & I Manager 
Davis South Water Treatment Plant 
4803 East Highway I 0 I 
Layton, UT 84040 
VL4EMAIL 
bnelson@weberbasin.com 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG64001I 
Davis South Water Treatment Plant 

Dear Mr. Nelson, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 0 I, 2018. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640011. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UPDES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deg.utah .gov/division-water-guality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (801) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MG/LS/blj 

Attachments (1 ): 1. General Permit 2018 

DWQ-20 I 8-005977 

195 North 1950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (801) 536-4300 • Fax (80 I) 536-4301 • T.D.D. (801) 536-4284 
www.deq.utah.gov 

Printeci nn 100°/n recvcleci naner 



Page2 
UPDES General Drinking Water Treatment Plant Permit No. UTG640011 
Davis South Water Treatment Plant 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
CUPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '~ 1953, as amended (the ''Act''), 

DAVIS SOUTH WATER TREATMENT PLANT 

The drinking water treatment plant as identified in the application Permit No. UTG640011 is hereby 
directed to have no discharge to Waters of the State except as allowed in accordance with the provisions 
of this permit. 

This permit shall become effective on July 01, 2018. 

This general permit shall expire at midnight, June 30, 2023. 

Signed this 291
h day of June, 2018. 

f~~ 
Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29,2018 

Dave Avery, Mayor 

Department of 
Environmental Quality 

Alan Matheson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, PhD 

Director 

East Carbon Water Treatment Plant 
PO Box 70 
East Carbon, UT 84520 
VL4EMAIL 
djavery 1971 @gmail.com 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640012 
East Carbon Water Treatment Plant 

Dear Mayor Avery, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 01, 2018. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640012. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UP DES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UPDES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deg.utah.gov/division-water-guality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (80 1) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MGILS/btj 

Attachments (1): I. General Permit 20 18 

DWQ-20 18-005977 

195 North 1950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (801) 536-4300 • Fax (801) 536-4301 • T.D.D. (801) 536-4284 
www.deq. utah.gov 

Printed on 1 00% recvclen naner 



Page2 
UPDES General Drinking Water Treatment Plant PennitNo. UTG640012 
East Carbon Treatment Plant 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
(UPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the ''Act'1 , 

EAST CARBON WATER TREATMENT PLANT 

The drinking water treatment plant as identified in the application Permit No. UTG640012 is hereby 
directed to have no discharge to Waters of the State except as allowed in accordance with the provisions 
of this permit. 

This permit shall become effective on July 01,2018. 

This general permit shall expire at midnight, June 30, 2023. 

Signed this 29th day of June, 2018. 

t:~6~ 
Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29, 2018 

Jerry Nielson 

Department of 
Environmental Quality 

Alan Matheson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, PhD 

Director 

Draper Irrigation Drinking Water Treatment Plant 
12421 South 800 East 
Draper, UT 84020 
VL4 EMAIL 
nielson@waterpro. net 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640013 
Draper Irrigation Drinking Water Treatment Plant 

Dear Mr. Nielson, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 01, 2018. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640013. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UPDES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deg.utah.gov/division-water-guality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (801) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MG/LS/blj 

Attachments (I): I. General Permit 2018 

DWQ-20 18-005977 

195 North 1950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (80 I) 536-4300 • Fax (801) 536-430 I • TDD . (801) 536-4284 
www.deq.utah.gov 

Printec1 on I 00% recvcleci naner 



Page2 
UPDES General Drinking Water Treatment Plant Penn it No. UTG6400 13 
Draper Irrigation Drinking Water Treatment Plant 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
(UPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the ''Act''), 

DRAPER IRRIGATION DRINKING WATER TREATMENT PLANT 

The drinking water treatment plant as identified in the application Permit No. UTG640013 is hereby 
directed to have no discharge to Waters of the State except as allowed in accordance with the provisions 
of this permit. 

This permit shall become effective on July 01, 2018. 

This general permit shall expire at midnight, June 30, 2023 . 

Signed this 29th day of June, 2018. 

f:~D~~ 
Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER 1. COX 
Lieutenant Governor 

June 29,2018 

Dan Bonfield 

Department of 
Environmental Quality 

Alan Matheson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, PhD 

Director 

Dutch John Water Treatment System 
Box 219 
Manilla, UT 84046 
VL4EMAIL 
dbonfield@daggettcounty.org 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640014 
Dutch John Water Treatment Plant 

Dear Mr. Bonfield, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 01 , 2018. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG60014. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UP DES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deg.utah .gov/division-water-guality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (80 I) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MG/LS/blj 

Attachments (I): I. General Permit 20 18 

DWQ-20 18-005977 

195 North 1950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (80 I) 536-4300 • Fax (80 I) 536-430 I • T.D.D. (801) 536-4284 
www.deq.utah.gov 

Printeci on 1 00°/n recvclerl naner 
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UPDES General Drinking Water Treatment Plant Permit No. UTG640014 
Dutch John Water Treatment Plant 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
CUPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA ·~ 1953, as amended (the "Act''), 

DUTCH JOHN WATER TREATMENT SYSTEM 

The drinking water treatment plant as identified in the application Permit No. UTG640014 is hereby 
directed to have no discharge to Waters of the State except as allowed in accordance with the provisions 
ofthis permit. 

This permit shall become effective on July 01,2018. 

This general permit shall expire at midnight, June 30, 2023 . 

Signed this 291
h day of June, 2018. 

~~ 
Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29,2018 

Nathan Langston 
Public Works Director 
PO Box 457 

Department of 
Environmental Quality 

Alan Matheson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, PhD 

Director 

Monticello City, UT 84535 
VL4EMAIL 
nathan@monticelloutah.org 

Subject: UPDES General Drinking Water Treatment Plant Pennit No. UTG640015 
Monticello City Water Treatment Plant 

Dear Mr. Langston, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 01, 2018. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640015. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UP DES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deg.utah.gov/division-water-guality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (80 1) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MGILS/blj 

Attachments (I): 1. General Permit 2018 

DWQ-2018-005977 

195 North I 950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (801) 536-4300 • Fax (801) 536-4301 • T.D.D. (801) 536-4284 
www.deq .utah.gov 

Printed on I 00% recvcled naner 
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UP DES General Drinking Water Treatment Plant Penn it No. UTG6400 l 5 
Monticello City Drinking Water Treatment Plant 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
(UPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '~ 1953, as amended (the ''Act'1, 

MONTICELLO CITY WATER TREATMENT PLANT 

The drinking water treatment plant as identified in the application Permit No. UTG640015 is hereby 
directed to have no discharge to Waters of the State except as allowed in accordance with the provisions 
of this penn it. 

This permit shall become effective on July 01,2018. 

This general pennit shall expire at midnight, June 30, 2023. 

Signed this 291
h day of June, 2018. 

Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29,2018 

Stacy Wilson 

Department of 
Environmental Quality 

Alan Matheson 
Executive Director 

DIVISION OF WATER Q UALITY 
Erica Brown Gaddis. PhD 

Director 

Community Water Company- Willow Creek Treatment Plant 
PO Box 680033 
Park City, UT 84068 
VL4EMAIL 
swilson@tc-fc.com 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640016 
Community Water Company- Willow Creek Treatment Plant 

Dear Ms. Wilson, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 01, 2018. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640016. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UPDES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deg.utah.gov/division-water-quality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (80 I) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MG/LS/blj 

Attachments (1): 1. General Permit 2018 

DWQ-20 18-005977 

I 95 North 1950 West • Salt Lake City, UT 
Mailing Address: P.O. Box I44870 • Salt Lake City, UT 84114-4870 

Telephone (801) 536-4300 • Fax (80 1) 536-4301 • T.D.D. (801) 536-4284 
www.deq.urah.gov 

Printeci on 1 00°/n reeve len mmer 
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UPDES General Drinking Water Treatment Plant Permit No. UTG640016 
Community Water Company- Willow Creek Treatment Plant 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
CUPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA ·~ 1953, as amended (the ''Act''), 

COMMUNITY WATER COMPANY- WILLOW CREEK TREATMENT PLANT 

The drinking water treatment plant as identified in the application Permit No. UTG640016 is hereby 
directed to have no discharge to Waters ofthe State except as allowed in accordance with the provisions 
ofthis permit. 

This permit shall become effective on July 01, 20 18. 

This general permit shall expire at midnight, June 30, 2023. 

Signed this 291
h day of June, 2018. 

l?~b~ 
Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29,2018 

Department of 
Environmental Quality 

Alan Matheson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, PhD 

Director 

Bryan Meadows, Public Works Director 
Green River City Water Treatment Plant 
PO Box 620 
Green River UT 84525 
VIA EMAIL 
bmeadows@greenriverutah.com 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640017 
Green River City Water Treatment Plant 

Dear Mr. Meadows, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 01, 2018. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640017. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UPDES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deq .utah.gov/division-water-quality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (80 l) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MG/LS/blj 

Attachments ( l ): I. General Permit 20 18 

DWQ-20 18-005977 

195 North 1950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (801) 536-4300 • Fax (801) 536-4301 • T.D.D. (80 I) 536-4284 
www.deq.urah.gov 

Prinfeci on I 00%, recvclec1 m:mer 
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UPDES General Drinking Water Treatment Plant Permit No. UTG640017 
Green River City Water Treatment Plant 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
(UPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the ''Act'1, 

GREEN RIVER CITY WATER TREATMENT PLANT 

The drinking water treatment plant as identified in the application Permit No. UTG640017 is hereby 
directed to have no discharge to Waters ofthe State except as allowed in accordance with the provisions 
of this permit. 

This permit shall become effective on July 0 I, 2018. 

This general permit shall expire at midnight, June 30, 2023. 

Signed this 291
h day of June, 2018. 

<Z~~ 
Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



Department of 
Environmental Quality 

State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29, 2018 

Marian Rice 

Alan Matheson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, PhD 

Director 

City Creek Water Treatment Plant 
1530 South West Temple 
Salt Lake City, UT 84115 
VL4EMAIL 
Marian.Rice@slcgov.com 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640018 
City Creek Water Treatment Plant 

Dear Ms. Rice, 

Enclosed is your copy ofthe signed general permit for drinking water treatment plants. Coverage shall begin 
July 01, 2018. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640018. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UP DES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deg.utah.gov/division-water-guality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (80 I) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MGILS/blj 

Attachments (1): 1. General Permit 2018 

DWQ-2018-005977 

195 North 1950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (801) 536-4300 • Fax (801) 536-4301 • T.D.D. (801) 536-4284 
www.deq. utah.gov 

Printed on I 00% recycled paper 
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UP DES General Drinking Water Treatment Plant Penn it No. UTG6400 18 
City Creek Water Treatment Plant 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
(UPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the ''Act''), 

CITY CREEK WATER TREATMENT PLANT 

The drinking water treatment plant as identified in the application Permit No. UTG640018 is hereby 
directed to have no discharge to Waters ofthe State except as allowed in accordance with the provisions 
ofthis permit. 

This permit shall become effective on July 01 , 2018. 

This general permit shall expire at midnight, June 30, 2023 . 

Signed this 291
h day of June, 2018. 

Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29,2018 

Department of 
Environmental Quality 

Alan Matheson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, PhD 

Director 

David Lyman, Public Works Director 
Blanding City Water Treatment Plant 
50 West 100 South 
Blanding, UT 84511 
VL4EMAIL 
dlyman@blanding-ut.gov 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640019 
Blanding City Water Treatment Plant 

Dear Mr. Lyman, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 01, 2018. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640019. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UPDES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deq .utah.gov/division-water-quality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (80 I) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MGILS/blj 

Attachments (1 ): l. General Permit 2018 

DWQ-20 18-005977 

195 North 1950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (80 I) 536-4300 • Fax (80 I) 536-430 I • T.D.D. (80 I) 536-4284 
www.deq.utah.gov 

Printed nn l 00% recvcled naner 
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UPDES General Drinking Water Treatment Plant Pennit No. UTG6400\9 
Blanding City Water Treatment Plant 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
(UPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the ''Act'1, 

BLANDING CITY WATER TREATMENT PLANT 

The drinking water treatment plant as identified in the application Permit No. UTG640019 is hereby 
directed to have no discharge to Waters of the State except as allowed in accordance with the provisions 
of this permit. 

This permit shall become effective on July 0 l, 20 I 8. 

This general permit shall expire at midnight, June 30, 2023. 

Signed this 291
h day of June, 2018. 

S~-~ 
Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29, 2018 

Ruston Monson 

Department of 
Environmental Quality 

Alan Matheson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis. PhD 

Director 

Ogden City Water Treatment Plant 
133 West 291

h Street 
Ogden, UT 8440 I 
VIA EMAIL 
rustonmonson@ogdencity.com 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640020 
Ogden City Water Treatment Plant 

Dear Mr. Monson, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 01, 2018. All the requirements and conditions ofthis permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640020. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. [nan effort to improve the State UPDES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deg.utah.gov/division-water-quality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

[fyou have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (80 I) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MG/LS/blj 

Attachments ( 1 ): 1. General Permit 2018 

DWQ-20 18-005977 

195 North 1950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (80 I) 536-4300 • Fax (80 I) 536-430 I • T.D.D. (80 I) 536-4284 
www. deq. utah.~ov 

Printer1 nn 1 00°/n recvclerl n;mer 



Page 2 
UPDES General Drinking Water Treatment Plant Permit No. UTG640020 
Ogden City Water Treatment Plant 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
(UP DES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the "Act'1, 

OGDEN CITY WATER TREATMENT PLANT 

The drinking water treatment plant as identified in the application Permit No. UTG640020 is hereby 
directed to have no discharge to Waters of the State except as allowed in accordance with the provisions 
ofthis permit. 

This permit shall become effective on July 01, 2018. 

This general permit shall expire at midnight, June 30, 2023 . 

Signed this 291
h day of June, 2018. 

Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29,2018 

David Jessop 

Department of 
Environmental Quality 

Alan Matheson 
ExecuUve Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, PhD 

Director 

Washington County WCD- Quail Creek 
533 East Waterworks Drive 
St. George, UT 84 770 
VIA EMAIL 
David@wcwcd.org 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640021 
Washington County WCD- Quail Creek 

Dear Mr. Jessop, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 01, 2018. All the requirements and conditions ofthis permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG64002l. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UPDES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deg.utah.gov/division-water-guality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (801) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MG/LS/blj 

Attachments ( l ): I. General Permit 2018 

DWQ-20 18-005977 

195 North 1950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (801) 536-4300 • Fax (801) 536-4301 • T.D.D. (801) 536-4284 
www.deq.utah.gov 

Printed on l 00% recvcled naner 



Page 2 
UPDES General Drinking Water Treatment Plant Permit No. UTG640021 
Washington County WCD- Quail Creek 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
CUPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the ''Act''), 

WASHINGTON COUNTY WCD- QUAIL CREEK 

The drinking water treatment plant as identified in the application Permit No. UTG640021 is hereby 
directed to have no discharge to Waters ofthe State except as allowed in accordance with the provisions 
ofthis permit. 

This permit shall become effective on July 01, 20 18. 

This general permit shall expire at midnight, June 30, 2023. 

Signed this 291
h day of June, 2018. 

e~~~ 
Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29, 20I8 

Zac Root 
North Logan City 
2076 North I200 East 
North Logan, UT 84 3 2I 
VL4EMAIL 
zac@northlogancity.org 

Department of 
Environmental Quality 

Alan Matheson 
Executille Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, PhD 

Director 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640022 
North Logan City 

Dear Mr. Root, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 01, 20I8. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640022. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UP DES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UP DES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deg.utah .gov/division-water-quality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (80 I) 
536-438I. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MG!LS/blj 

Attachments (1): I . General Permit 20 I8 

DWQ-20 18-005977 

195 North 1950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (801) 536-4300 • Fax (801) 536-4301 • T.D.D. (801) 536-4284 
www.deq.utah.gov 

Printecl on 1 00% recvclecl naner 



Page 2 
UPDES General Drinking Water Treatment Plant Permit No. UTG640022 
North Logan City 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
(UPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA ·~ 1953, as amended (the ''Act'1, 

NORTH LOGAN CITY 

The drinking water treatment plant as identified in the application Permit No. UTG640022 is hereby 
directed to have no discharge to Waters of the State except as allowed in accordance with the provisions 
of this permit. 

This permit shall become effective on July 01,2018. 

This general permit shall expire at midnight, June 30, 2023. 

Signed this 291
h day of June, 2018. 

Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State ofUtah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29, 2018 

Department of 
Environmental Quality 

Alan Matheson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, PhD 

Director 

Jerry Muir, Public Works Director 
Town of Manila 
PO Box 189 
Manila, UT 84046 
VL4EMAIL 
muirsteelers@yahoo.com 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640023 
Town of Manila 

Dear Mr. Muir, 

Enclosed is your copy ofthe signed general permit for drinking water treatment plants. Coverage shall begin 
July 01, 2018. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640023. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UP DES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deq .utah.gov/division-water-quality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (80 1) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MGILS/blj 

Attachments (1): 1. General Permit 2018 

DWQ-20 18-005977 

195 North 1950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (801) 536-4300 • Fax (801) 536-4301 • T.D.D. (801) 536-4284 
www.deq.utah.gov 

l'linred on I 00% recvclect n•ner 
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UP DES General Drinking Water Treatment Plant Pennit No. UTG640023 
Town of Manila 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
CUPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the ''Act'~, 

TOWN OF MANILA 

The drinking water treatment plant as identified in the application Permit No. UTG640023 is hereby 
directed to have no discharge to Waters ofthe State except as allowed in accordance with the provisions 
of this permit. 

This permit shall become effective on July 01, 2018. 

This general permit shall expire at midnight, June 30, 2023. 

Signed this 291
h day of June, 2018. 

?~6.~ 
Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29,2018 

Department of 
Environmental Quality 

Alan Matheson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, PhD 

Director 

Rod Wheeler, Water Master 
Town of Stockton 
PO Box 240 
Stockton, UT 84071 
VL4EMAIL 
watermaster@stocktontown.org 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640024 
Town of Stockton 

Dear Mr. Wheeler, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 0 I, 2018. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640024. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UP DES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deg .utah .gov/division-water-guality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (80 1) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MGILS/blj 

Attachments ( 1 ): 1. General Permit 2018 

DWQ-20 18-005977 

195 North 1950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (801) 536-4300 • Fax (801) 536-4301 • T.D.D. (80 I) 536-4284 
www.deq.ulah.gov 

Printed on I 00% recvcled n•ner 
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UPDES General Drinking Water Treatment Plant Permit No. UTG640024 
Town of Stockton 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
(UPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the ''Act'}, 

TOWN OF STOCKTON 

The drinking water treatment plant as identified in the application Permit No. UTG640024 is hereby 
directed to have no discharge to Waters of the State except as allowed in accordance with the provisions 
of this permit. 

This permit shall become effective on July 01, 2018. 

This general permit shall expire at midnight, June 30, 2023. 

Signed this 291
h day of June, 2018. 

~6-~ 
Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29, 2018 

Department of 
Environmental Quality 

Alan Matheson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, PhD 

Director 

Mark Slagowski, Manager 
Millcreek Water Treatment Plant 
PO Box 369 
Bountiful, UT 84010 
VIA EMAIL 
mslagowski@bountifulutah.gov 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640025 
Millcreek Water Treatment Plant 

Dear Mr. Slagowski, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 0 I, 20 I 8. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG64002S. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UP DES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deg.utah.gov/division-water-guality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (80 1) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MGILS/blj 

Attachments (I): 1. General Permit 2018 

DWQ-20 18-005977 

195 North 1950 West o Salt Lake City, UT 
Mailing Address: P.O . Box 144870 o Salt Lake City, UT 84114-4870 

Telephone (80 I) 536-4300 o Fax (80 I) 536-430 I o T.D.D. (80 I) 536-4284 
www.deq.utah.gov 

Printed on 1 00% recvcled rnmer 
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UPDES General Drinking Water Treatment Plant Permit No. UTG640025 
Millcreek Water Treatment Plant 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
(UP DES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the ''Act''), 

MILLCREEK WATER TREATMENT PLANT 

The drinking water treatment plant as identified in the application Permit No. UTG640025 is hereby 
directed to have no discharge to Waters ofthe State except as allowed in accordance with the provisions 
of this permit. 

This permit shall become effective on July 01,2018. 

This general permit shall expire at midnight, June 30, 2023. 

Signed this 291
h day of June, 2018. 

z:~6.~ 
Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieure nan/ Governor 

June 29, 2018 

Department of 
Environmental Quality 

Alan Matheson 
Execulive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, PhD 

Director 

Richard Bay, General Manager 
Jordan Valley Water Treatment 
15305 South 3200 West 
Bluffdale, UT 84065 
VIA EMAIL 
richardb@jvwcd.org 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640026 
Jordan Valley Water Treatment 

Dear Mr. Bay, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 0 I, 2018. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640026. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UPDES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deq.utah.gov/division-water-quality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (801) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MG/LS/blj 

Attachments (I): I. General Permit 2018 

DWQ-20 18-005977 

195 North 1950 West • Salt Lake C ity, UT 
Mailing Address : P.O. Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (801) 536-4300 • Fax (80 1) 536-430 I • T.D.D. (801) 536-4284 
www.deq. utah.gov 

Printeci on I 00% recvcleci n•ner 
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UPDES General Drinking Water Treatment Plant Permit No. UTG640026 
Jordan Valley Water Treatment 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
CUP DES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the "Act'1, 

JORDAN VALLEY WATER TREATMENT 

The drinking water treatment plant as identified in the application Permit No. UTG640026 is hereby 
directed to have no discharge to Waters of the State except as allowed in accordance with the provisions 
ofthis permit. 

This permit shall become effective on July 01, 2018. 

This general permit shall expire at midnight, June 30, 2023. 

Signed this 291
h day of June, 2018. 

s~~,¢~ 
Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29, 2018 

Department of 
Environmental Quality 

Alan Matheson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, PhD 

Director 

D Gerard Yates, Treatment Operations Manager 
Ashley Valley Water Treatment Plant 
355 West University Parkway 
Orem, UT 84058 
VIA EMAIL 
gerard@c u wed. com 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640027 
Ashley Valley Water Treatment Plant 

Dear Mr. Yates, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 0 I, 201 8. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640027. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UP DES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deq.utah.gov/division-water-quality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (80 1) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MG/LS/blj 

Attachments ( 1 ): I. General Permit 2018 

DWQ-20 18-005977 

195 North 1950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (801) 536-4300 • Fax (801) 536-430 I • T.D.D. (801) 536-4284 
www.d<q.utah.gnv 

Printed nn I 00°/n recvclecf mmer 
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UPDES General Drinking Water Treatment Plant Permit No. UTG640027 
Ashley Valley Water Treatment Plant 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
CUPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the ''Act'1, 

ASHLEY VALLEY WATER TREATMENT PLANT 

The drinking water treatment plant as identified in the application Permit No. UTG640027 is hereby 
directed to have no discharge to Waters ofthe State except as allowed in accordance with the provisions 
ofthis permit. 

This permit shall become effective on July 01, 2018. 

This general permit shall expire at midnight, June 30, 2023. 

Signed this 291
h day of June, 2018. 

~~~t?~ 
Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29, 2018 

Department of 
Environmental Quality 

Alan Matheson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis. PhD 

Director 

D Gerard Yates, Treatment Operations Manager 
Duchesne Valley Water Treatment Plant 
355 West University Parkway 
Orem, UT 84058 
VL4EMAIL 
gerard@cuwcd.com 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640028 
Duchesne Valley Water Treatment Plant 

Dear Mr. Yates, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 0 l, 2018. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640028. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UPDES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deq.utah.gov/division-water-quality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (801) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MGILS/blj 

Attachments (I): 1 . General Permit 2018 

DWQ-20 18-005977 

195 North 1950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (801) 536-4300 • Fax (801) 536-4301 • T.D.D. (801) 536-4284 
www. deq. utah.gov 

Printeci on I 00% recvclect n;mer 
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UPDES General Drinking Water Treatment Plant Permit No. UTG640028 
Duchesne Valley Water Treatment Plant 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

U AH POLLUTANT DISCHARGE ELIMINATIO M 
(UPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the ''Act'1, 

DUCHESNE VALLEY WATER TREATMENT PLANT 

The drinking water treatment plant as identified in the application Permit No. UTG640028 is hereby 
directed to have no discharge to Waters of the State except as allowed in accordance with the provisions 
of this permit. 

This permit shall become effective on July 01, 2018. 

This general permit shall expire at midnight, June 30, 2023. 

Signed this 291
h day of June, 2018. 

t£.~.~ 
Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERB ERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29, 2018 

Department of 
Environmental Quality 

Alan Matheson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, PhD 

Director 

D Gerard Yates, Treatment Operations Manager 
Utah Valley Water Treatment Plant 
355 West University Parkway 
Orem, UT 84058 
VL4EMAIL 
gerard@cuwcd.com 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640029 
Utah Valley Water Treatment Plant 

Dear Mr. Yates, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 01, 2018. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640029. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UPDES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deg.utah.gov/division-water-guality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (801) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MGILS/blj 

Attachments (I): I. General Permit 2018 

DWQ-20 I 8-005977 

I 95 North 1950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 841 14-4870 

Telephone (80 I) 536-4300 • Fax (80 I) 536-430 I • T.D.D. (80 I) 536-4284 
www.deq.utah.}{ov 

Printeci on I 00% recvcleci mmer 
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UPDES General Drinking Water Treatment Plant Permit No. UTG640029 
Utah Valley Water Treatment Plant 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
(UPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the "Act''), 

UTAH VALLEY WATER TREATMENT PLANT 

The drinking water treatment plant as identified in the application Permit No. UTG640029 is hereby 
directed to have no discharge to Waters of the State except as allowed in accordance with the provisions 
ofthis permit. 

This permit shall become effective on July 01, 2018. 

This general permit shall expire at midnight, June 30, 2023. 

Signed this 291
h day of June, 2018. 

Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieu/enanl Governor 

June 29, 2018 

Department of 
Environmental Quality 

Alan Matheson 
Execu/ive Direclor 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, PhD 

Direc/or 

Jacob Sharp, District Manager 
Emery Water Treatment Plant 
PO Box 877 
Castledale, UT 84513 
VL4EMAIL 
cvssd877@etv.net 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640030 
Emery Water Treatment Plant 

Dear Mr. Sharp, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July OJ, 2018. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640030. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UP DES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deg.utah.gov/division-water-guality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (80 I) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MGILS/blj 

Attachments ( 1 ): 1. General Permit 2018 

DWQ-2018-005977 

195 North 1950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (801 ) 536-4300 • Fax (801) 536-4301 • T.D.D. (801) 536-4284 
www.deq. utah.gov 

Printed on 100% reeve led naner 
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UPDES General Drinking Water Treatment Plant Permit No. UTG640030 
Emery Water Treatment Plant 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
CUPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the "Act'1, 

EMERY WATER TREATMENT PLANT 

The drinking water treatment plant as identified in the application Permit No. UTG640030 is hereby 
directed to have no discharge to Waters of the State except as allowed in accordance with the provisions 
of this permit. 

This permit shall become effective on July 01, 2018. 

This general permit shall expire at midnight, June 30, 2023. 

Signed this 291
h day of June, 2018. 

~6~ 
Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29, 2018 

Department of 
Environmental Quality 

Alan Matheson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, PhD 

Director 

Jacob Sharp, District Manager 
Orangeville (Straight Canyon) Water Treatment Plant 
PO Box 877 
Castledale, UT 84513 
VL4EMAIL 
cvssd877@etv.net 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640031 
Orangeville (Straight Canyon) Water Treatment Plant 

Dear Mr. Sharp, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 01 , 2018. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640031. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UP DES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deg.utah.gov/division-water-guality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (80 I) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MG/LS/blj 

Attachments (I): I. General Permit 2018 

DWQ-20 18-005977 

195 North 1950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (801) 536-4300 • Fax (801 ) 536-4301 • T.D.D. (801) 536-4284 
www.deq.utah. gov 

Printed on I 00% recvcled naner 
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UPDES General Drinking Water Treatment Plant Permit No. UTG640031 
Orangeville (Straight Canyon) Water Treatment Plant 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
(UPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the ''Act'1, 

ORANGEVILLE (STRAIGHT CANYON) WATER TREATMENT PLANT 

The drinking water treatment plant as identified in the application Permit No. UTG640031 is hereby 
directed to have no discharge to Waters ofthe State except as allowed in accordance with the provisions 
ofthis permit. 

This permit shall become effective on July 01 , 2018. 

This general permit shall expire at midnight, June 30, 2023 . 

Signed this 291
h day of June, 2018. 

[~6.~ 
Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERB ERT 

Governor 

SPENCER J COX 
Lieutenant Governor 

June 29,2018 

Marian Rice 

Department of 
Environmental Quality 

Alan Matheson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, PhD 

Director 

Salt Lake City Corporation (Big Cottonwood) 
1530 South West Temple 
Salt Lake City, UT 84115 
VIA EMAIL 
Marian.Rice@slcgov.com 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640033 
Salt Lake City Corporation (Big Cottonwood) 

Dear Ms. Rice, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 01 , 2018. All the requirements and conditions ofthis permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640033. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UPDES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deq .utah.gov/division-water-qualitv and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at(801) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MGILS/blj 

Attachments (I): I . General Permit 2018 

DWQ-20 18-005977 

195 North 1950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (801) 536-4300 • Fax (80 I) 536-4301 • T. D.D. (801) 536-4284 
www.deq. utah.gov 

Printeci on I 00% recvcleci mmer 



Page 2 
UPDES General Drinking Water Treatment Plant Pennit No. UTG640033 
Salt Lake City Corporation (Big Cottonwood) 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARG E UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMfNA TIO SYSTEM 
(UPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the "Act''), 

SALT LAKE CITY CORPORATION (BIG COTTONWOOD) 

The drinking water treatment plant as identified in the application Permit No. UTG640033 is hereby 
directed to have no discharge to Waters of the State except as allowed in accordance with the provisions 
ofthis permit. 

This permit shall become effective on July 01, 2018. 

This general permit shall expire at midnight, June 30, 2023. 

Signed this 291
h day of June, 2018. 

~13:~ 
Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29, 2018 

Kenneth Snook 

Department of 
Environmental Quality 

Alan Matheson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, PhD 

Director 

Price River Water Improvement District 
PO Box 903 
Price, UT 84501 
VL4EMAIL 
khsnook@gmail.com 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640034 
Price River Water Improvement District 

Dear Mr. Snook, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 01, 2018. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640034. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UPDES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deg.utah.gov/division-water-guality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (801) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MG/LS/blj 

Attachments (1): I. General Permit 2018 

DWQ-20 18-005977 

195 North 1950 West • Salt Lake City, UT 
Mailing Address: P.O . Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (801) 536-4300 • Fax (801) 536-4301 • T .D.D. (801) 536-4284 
www.deq.utah.gov 

Printect on 1 00% recvclect n•ner 
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UPDES General Drinking Water Treatment Plant Permit No. UTG640034 
Price River Water Improvement District 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
CUPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the "Act''), 

PRICE RIVER WATER IMPROVEMENT DISTRICT 

The drinking water treatment plant as identified in the application Permit No. UTG640034 is hereby 
directed to have no discharge to Waters ofthe State except as allowed in accordance with the provisions 
of this permit. 

This permit shall become effective on July 01, 2018. 

This general permit shall expire at midnight, June 30, 2023. 

Signed this 291
h day of June, 2018. 

~~ 
Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29,2018 

Department of 
Environmental Quality 

Alan Matheson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, PhD 

Director 

Sam White, Water and Sewer Supervisor 
Price Municipal Corporation 
PO Box 893 
Price, UT 84501 
VIA EMAIL 
samw@priceutah.net 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640035 
Price Municipal Corporation 

Dear Mr. White, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 01, 2018. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640035. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UP DES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UP DES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deg.utah.gov/divi ion-water-quality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (80 1) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MGILS/blj 

Attachments ( 1 ): 1. General Permit 2018 

DWQ-20 18-005977 

195 North 1950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (801) 536-4300 • Fax (801) 536-4301 • T.D.D. (801) 536-4284 
www.deq.utah.gov 

Printecl on I 00% recvclecl naoer 
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UPDES General Drinking Water Treatment Plant Permit No. UTG640035 
Price Municipal Corporation 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
CUPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA ·~ 1953, as amended (the ''Act''), 

PRICE MUNICIPAL CORPORATION 

The drinking water treatment plant as identified in the application Permit No. UTG640035 is hereby 
directed to have no discharge to Waters ofthe State except as allowed in accordance with the provisions 
ofthis permit. 

This permit shall become effective on July 01,2018. 

This general permit shall expire at midnight, June 30, 2023 . 

Signed this 291
h day of June, 2018. 

~~-
Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29, 2018 

Mike Folkman 

Department of 
Environmental Quality 

Alan Matheson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, PhD 

Director 

Summit Water Distribution Co 
8506 Bluebird Lane 
Park City, UT 84098 
n4EMAIL 
mike@swdc.us 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640037 
Summit Water Distribution Co 

Dear Mr. Folkman, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 01, 2018. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640037. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UPDES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deg.utah.gov/division-wat r-quality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (801) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MGILS/blj 

Attachments (1 ): I . General Permit 2018 

DWQ-20 18-005977 

195 North 1950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (801) 536-4300 • Fax (801) 536-430 I • T.D.D. (80 I) 536-4284 

www.deq.utah.gov 
Printed on I 00% recvcled oaoer 
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UPDES General Drinking Water Treatment Plant Permit No. UTG640037 
Summit Water Distribution Co 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
(UPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the "Act'1, 

SUMMIT WATER DISTRIBUTION CO 

The drinking water treatment plant as identified in the application Permit No. UTG640037 is hereby 
directed to have no discharge to Waters ofthe State except as allowed in accordance with the provisions 
of this permit. 

This permit shall become effective on July 01 , 2018. 

This general permit shall expire at midnight, June 30, 2023 . 

Signed this 291
h day of June, 2018. 

Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29,2018 

Glen Wadsworth 

Department of 
Environmental Quality 

Alan Matheson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis. PhD 

Director 

Wendover Water Treatment Plant 
PO Box 430 
Wendover, UT 84083-0430 
VIA EMAIL 
gwadsworth@wendoverut.us 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640038 
Wendover Water Treatment Plant 

Dear Mr. Wadsworth, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 01,2018. All the requirements and conditions ofthis permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640038. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UPDES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deg .utah.gov/division-water-guality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (80 1) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MG/LS/blj 

Attachments (1): I. General Permit 2018 

DWQ-20 18-005977 

195 North 1950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (80 I) 536-4300 • Fax (801) 536-430 I • T.D.D. (801) 536-4284 
www. deq. utah.gov 

Printed on I 00% recvcled oaoer 
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UPDES General Drinking Water Treatment Plant Pennit No. UTG640038 
Wendover Water Treatment Plant 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
CUPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the "Act''), 

WENDOVER WATER TREATMENT PLANT 

The drinking water treatment plant as identified in the application Permit No. UTG640038 is hereby 
directed to have no discharge to Waters of the State except as allowed in accordance with the provisions 
ofthis permit. 

This permit shall become effective on July 01, 2018. 

This general permit shall expire at midnight, June 30, 2023 . 

Signed this 291
h day of June, 2018. 

Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29,2018 

Department of 
Environmental Quality 

Alan Matheson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, PhD 

Director 

Jacob Sharp, District Manager 
Ferron Water Treatment Plant 
PO Box 877 
Castledale, UT 84513 
VL4EMAIL 
cvssd8 77 @etv .net 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640039 
Ferron Water Treatment Plant 

Dear Mr. Sharp, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 01, 2018. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640039. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UP DES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deg.utah.gov/division-water-guality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (801) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MGILS/btj 

Attachments (1): 1. General Permit 20 18 

DWQ-2018-005977 

195 North 1950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (801) 536-4300 • Fax (801) 536-4301 • T.D.D. (801) 536-4284 

www.deq.utah.gov 
Printed on I 00% reeve led oaner 
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UPDES General Drinking Water Treatment Plant Permit No. UTG640039 
Ferron Water Treatment Plant 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
(UPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the "Act''), 

FERRON WATER TREATMENT PLANT 

The drinking water treatment plant as identified in the application Permit No. UTG640039 is hereby 
directed to have no discharge to Waters ofthe State except as allowed in accordance with the provisions 
of this permit. 

This permit shall become effective on July 01, 2018 . 

This general permit shall expire at midnight, June 30, 2023 . 

Signed this 291
h day of June, 2018. 

[;~~ 
Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29, 2018 

Department of 
Environmental Quality 

Alan Math.eson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, Ph.D 

Director 

Jacob Sharp, District Manager 
Huntington Water Treatment Plant 
PO Box 877 
Castledale, UT 84513 
VIA EMAIL 
cvssd877@etv.net 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640040 
Huntington Water Treatment Plant 

Dear Mr. Sharp, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 01, 2018. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640040. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UP DES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deg.utah.gov/division-water-guality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (80 1) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MGILS/blj 

Attachments (1): 1. General Permit 2018 

DWQ-20 !8-005977 

195 North. 1950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 84114-4870 

Teleph.one (801 ) 536-4300 • Fax (801 ) 536-4301 • T.D.D. (801 ) 536-4284 
www.deq.utah.gov 

Printerl on 1 00% recvclerl naoer 
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UPDES General Drinking Water Treatment Plant Permit No. UTG640040 
Huntington Water Treatment Plant 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
(UPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the "Act"), 

HUNTINGTON WATER TREATMENT PLANT 

The drinking water treatment plant as identified in the application Permit No. UTG640040 is hereby 
directed to have no discharge to Waters of the State except as allowed in accordance with the provisions 
ofthis permit. 

This permit shall become effective on July 01,2018. 

This general permit shall expire at midnight, June 30, 2023. 

Signed this 291
h day of June, 2018. 

£~~ 
Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



Department of 
Environmental Quality 

State ofUtah 
GARY R. HERBERT 

Governor 

SPENCER 1. COX 
Lieutenant Governor 

June 29, 2018 

Marian Rice 
Parleys Treatment Plant 
1530 South West Temple 
Salt Lake City, UT 84115 
VIA EMAIL 
Marian.Rice@slcgov.com 

Alan Matheson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, PhD 

Director 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640041 
Parleys Treatment Plant 

Dear Ms. Rice, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 01, 2018. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640041. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UP DES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UPDES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deq.utah .gov/division-water-quality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (80 1) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MGILS/blj 

Attachments (1 ): 1. General Permit 2018 

DWQ-20 18-005977 

195 North 1950 West o Salt Lake City, UT 
Mailing Address: P.O. Box 144870 o Salt Lake City, UT 84114-4870 

Telephone (801) 536-4300 o Fax (801) 536-4301 o T.D.D. (801) 536-4284 
www.deq.utah.gov 
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UPDES General Drinking Water Treatment Plant Permit No. UTG640041 
Parleys Treatment Plant 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
(UPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the "Act'1, 

PARLEYS TREATMENT PLANT 

The drinking water treatment plant as identified in the application Permit No. UTG640041 is hereby 
directed to have no discharge to Waters of the State except as allowed in accordance with the provisions 
of this permit. 

This permit shall become effective on July 01,2018. 

This general permit shall expire at midnight, June 30, 2023. 

Signed this 291
h day of June, 20 I 8. 

S~c-0~~ 
Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29, 2018 

Department of 
Environmental Quality 

Alan Matheson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis. PhD 

Director 

Richard Bay, General Manager 
South East Regional Water Treatment Plant (SERWTP) 
15305 South 3200 West 
Bluffdale, UT 84065 
VIA EMAIL 
richardb@jvwcd.org 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640042 
South East Regional Water Treatment Plant (SERWTP) 

Dear Mr. Bay, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 01, 2018. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640042. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UP DES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deg.utah.gov/division-water-guality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (80 I) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MG/LS/blj 

Attachments (1 ): 1. General Perm it 20 18 

DWQ-20 18..005977 

!95 North !950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 84!14-4870 

Telephone (80 I) 536-4300 • Fax (801) 536-430 I • T.D.D. (80 !) 536-4284 
www.deq.utah.gov 

Printerl on 100% recvclerl naoer 
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UPDES General Drinking Water Treatment Plant Permit No. UTG640042 
South East Regional Water Treatment Plant (SERWTP) 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
(UPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the "Act'1, 

SOUTH EAST REGIONAL WATER TREATMENT PLANT (SERWTP) 

The drinking water treatment plant as identified in the application Permit No. UTG640042 is hereby 
directed to have no discharge to Waters of the State except as allowed in accordance with the provisions 
ofthis permit. 

This permit shall become effective on July 0 I, 2018. 

This general permit shall expire at midnight, June 30, 2023. 

Signed this 29th day of June, 2018. 

Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29, 2018 

Department of 
Environmental Quality 

Alan Matheson 
Execulive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis. PhD 

Direc/or 

Mike DeVries, General Manager 
Metropolitan Water District (Point of the Mountain) 
3430 East Danish Road 
Cottonwood Heights, UT 84093 
VIA EMAIL 
swilson@tc-fc.com 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640043 
Metropolitan Water District (Point of the Mountain) 

Dear Mr. DeVries, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 01, 2018. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640043. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UPDES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deg.utah.gov/divi ion-water-quality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (80 I) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MG!LS/blj 

Attachments ( 1 ): 1. General Permit 2018 

DWQ-20 18-005977 

195 North 1950 West • Salt Lake City, UT 
Mailing Address: P.O . Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (801) 536-4300 • Fax (801) 536-4301 • T.D.D. (801) 536-4284 
www.deq.utah.gov 

Printed on I 00°/n reeve led mmer 
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UPDES General Drinking Water Treatment Plant Pennit No. UTG640043 
Metropolitan Water District (Point of the Mountain) 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
(UPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the ''Act''), 

METROPOLITAN WATER DISTRICT (POINT OF THE MOUNTAIN) 

The drinking water treatment plant as identified in the application Permit No. UTG640043 is hereby 
directed to have no discharge to Waters of the State except as allowed in accordance with the provisions 
ofthis permit. 

This permit shall become effective on July 01, 2018. 

This general permit shall expire at midnight, June 30, 2023. 

Signed this 291
h day of June, 2018. 

Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29, 2018 

Michelle Dehaan 
Park City Municipal Corp 
PO Box 1480 
Park City, UT 84060 

Department of 
Environmental Quality 

Alan Matheson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, PhD 

Director 

VIA EMAIL 
michelle.dehaan@parkcity.org 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640044 
Park City Municipal Corp 

Dear Ms. Dehaan, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 01, 2018. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640044. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UPDES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deq.utah.gov/division-water-quality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (80 I) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MG/LS/blj 

Attachments ( 1 ): 1. General Permit 2018 

DWQ-2018-005977 

195 North 1950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (801) 536-4300 • Fax (801) 536-4301 • T.D.D. (801) 536-4284 
www.deq .utah.gov 

Printed on I 00% recvcleci naner 
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UPDES General Drinking Water Treatment Plant Permit No. UTG640044 
Park City Municipal Corp 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
(UPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA ·~ 1953, as amended (the "Act''), 

PARK CITY MUNICIPAL CORP 

The drinking water treatment plant as identified in the application Permit No. UTG640044 is hereby 
directed to have no discharge to Waters ofthe State except as allowed in accordance with the provisions 
ofthis permit. 

This permit shall become effective on July 01,2018. 

This general permit shall expire at midnight, June 30, 2023. 

Signed this 291
h day of June, 2018. 

~6~ 
Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 



State of Utah 
GARY R. HERBERT 

Governor 

SPENCER J. COX 
Lieutenant Governor 

June 29,2018 

Richard Bay 

Department of 
Environmental Quality 

Alan Matheson 
Executive Director 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, PhD 

Director 

Jordan Valley Water (Southwest Groundwater Treatment Plant) 
15305 South 3200 West 
West Jordan, UT 84088 
VL4EMAIL 
richardb@jvwcd.org 

Subject: UPDES General Drinking Water Treatment Plant Permit No. UTG640045 
Jordan Valley Water (Southwest Groundwater Treatment Plant) 

Dear Mr. Bay, 

Enclosed is your copy of the signed general permit for drinking water treatment plants. Coverage shall begin 
July 01,2018. All the requirements and conditions of this permit will be in effect at that time. Reporting 
requirements as specified in the permit, should be infrequent and in the form of a letter. Your treatment plant 
has been assigned UPDES permit No. UTG640045. Please refer to this number in future correspondence. 

As the State agency charged with the administration of issuing UPDES Permits, we are continuously looking 
for ways to improve our quality of service to you. In an effort to improve the State UPDES permitting process 
we are asking for your input. Please take a few moments to complete an online survey (Go to 
www.deq.utah.gov/division-water-quality and click on the "Feedback" link on the right side of page.) The 
results will be used to improve our quality and responsiveness to our permittees and give us feedback on 
customer satisfaction. We will address the issues you have identified on an ongoing basis. 

If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at (801) 
536-4381. 

Sincerely, 

Erica Brown Gaddis, PhD 
Director 

MGILS/blj 

Attachments (I): I. General Permit 2018 

DWQ-20 18-005977 

I 95 North I 950 West • Salt Lake City, UT 
Mailing Address: P.O. Box 144870 • Salt Lake City, UT 84114-4870 

Telephone (801) 536-4300 • Fax (801) 536-4301 • T.D.D. (801) 536-4284 
www.deq urah.gov 

Printeci on 100%. recvcleci n;mer 
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UPDES General Drinking Water Treatment Plant Permit No. UTG640045 
Jordan Valley Water (Southwest Groundwater Treatment Plant) 

General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
(UPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the ''Act''), 

JORDAN VALLEY WATER (SOUTHWEST GROUNDWATER TREATMENT PLANT) 

The drinking water treatment plant as identified in the application Permit No. UTG640045 is hereby 
directed to have no discharge to Waters of the State except as allowed in accordance with the provisions 
ofthis permit. 

This permit shall become effective on July 01, 2018. 

This general permit shall expire at midnight, June 30, 2023. 

Signed this 291
h day of June, 2018. 

£~~ 
Erica Brown Gaddis, PhD 
Director 
Utah Division of Water Quality 
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General Permit No. UTG640000 

STATE OF UTAH 
DIVISION OF WATER QUALITY 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
SALT LAKE CITY, UTAH 

AUTHORIZATION TO DISCHARGE UNDER THE 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
CUPDES) 

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code 
Annotated ("UCA '') 1953, as amended (the ''Act''), 

FACILITY NAME 

The drinking water treatment plant as identified in the application No. (Application Number) is hereby 
directed to have no discharge to Waters of the State except as allowed in accordance with the provisions 
ofthis permit. 

This general permit shall become effective on July 01,2018. 

This general permit shall expire at midnight, June 30, 2023. 

Signed this 291
h day of June, 2018. 

Erica Brown Gaddis, PhD 
Director 

DWQ-2018-002807 
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I. EFFLUENT LIMITATIONS AND MONITORING REQUIREMENTS 

A. Coverage Under the General Permit 

PART I 
Permit No. UTG640000 

1. This general UPDES permit shall apply to Drinking Water Treatment Plants located in 
the State of Utah that have no discharge under normal operating conditions. 

2. In order to be considered eligible for coverage under the terms and conditions of this 
permit, the owner, operator, or authorized agent of a facility must submit a completed 
Notice oflntent (NOI) by certified mail to the following address: 

Utah Department of Environmental Quality 
Utah Division of Water Quality 
P. 0. Box 144780 
Salt Lake City, Utah 84114-4870 
Attention: UPDES Surface Water Section 

The NOI application form is available from the Division of Water Quality. It requires the 
following information: 

a. Name, address, telephone number, and descriptive location of the facility; 

b. Name of individual in charge of operation of the facility; 

c. Name of potential receiving water(s); 

d. Description of any wastewater treatment system and recycle/reuse utilized; 

e. Description of the current disposal practices for sediment and backwash sludge 
generated; and 

f. Along with the NOI, the facility must submit the source water data including 
TSS, Metals, and Organics' concentration and any other parameter potentially 
limited by the streams water quality standards. 

g. Signature of owner, operator, or authorized agent (see Part IV. F. Signatory 
Requirements) and the following certification statement: 

"I certify that, to the best of my knowledge and belief, the information contained 
in this application is accurate and complete. I further certify that I have reviewed 
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PART I 
Permit No. UTG640000 

and hereby adopt the UPDES general permit no. UTG640000 as issued for 
Drinking Water Treatment Plants located in the State of Utah. 

The permit issuing authority has sixty (60) days after receipt of a completed NOI 
to deny coverage, request additional information, or authorize the permit by 
sending a certified letter of approval from the Director. 

3. The owner or operator of a facility excluded from coverage by this general permit solely 
because that facility already has an individual UPDES permit may request that the 
individual permit be revoked and that the facility be covered by this general permit. 
Upon revocation of the individual permit, this general permit shall apply to that facility. 

4. Any owner or operator covered by this general permit may request to be excluded from 
the coverage by applying for an individual UPDES permit. In addition, in accordance 
with Utah Administrative Code (UAC) R317-8-2.5, the Director may require any owner 
or operator covered under this permit to apply for and obtain an individual UPDES 
permit for reasons that include the following: 

a. The discharge(s) is a significant contributor of pollution; 

b. The discharger is not in compliance with the conditions of this general permit; or 

c. Conditions or standards have changed so that the discharger no longer qualifies 
for a general permit. 

5. When an individual UPDES permit is issued to an owner or operator otherwise covered 
under this general permit, the applicability of the general permit to that owner or operator 
is automatically terminated upon the effective date ofthe individual UPDES permit. 

B. Specific Limitations and Waste Disposal Requirements 

1. Effluent Limitations 

During the term of this permit, the following effluent limitations apply to all of the 
drinking water treatment plants covered by this permit. 

a. There shall be no discharges to Waters of the State except as provided for in 
paragraphs b, c, and d. 

4 



PART I 
Permit No. UTG640000 

b. The discharge of water from emergency overflow systems shall occur only as a 
result of equipment failure and the need to protect the plant from flooding and/or 
to prevent severe property damage and will be allowed only if the facility has 
been properly operated and maintained (see Part III.E.). If such a discharge 
occurs, whenever possible the permittee shall dispose of the overflow on land to 
avoid any potential impacts on receiving waters and must comply with the 
requirements of Part III.G (Bypass of Treatment Facility), or Part III.H (Upset 
Conditions), whichever apply. 

c. Routine, excess, untreated intake flows can be discharged provided that: 

(i) No chemicals are added to the water prior to returning it to the original 
water course; 

(ii) The excess flow is conducted on a continuous basis or at such frequency 
as to minimize any slugging effect in the receiving stream due to the 
return of settled sediments; 

(iii) The discharge is properly managed to minimize erosion of the stream 
channel; 

(iv) There are no significant detrimental effects on the receiving water quality 
or on downstream beneficial uses. 

d. A bypass of treatment which does not cause effluent limitations to be exceeded, 
but only if it is for essential maintenance to assure efficient operation. The limits 
for both discharge to waters of the State and discharge for land disposal are the 
in-stream water quality standards for all classifications and are specified below: 

5 



Effluent Effluent Limitations Effluent Limitations 

PART I 
Permit No. UTG640000 

Monitoring Re< uirements 

Characteristics For Discharges to For Discharges 

Waters of the State /a for Land Disposal Jb Measurement Sample 

Daily Daily Daily Daily Frequency /d Type 

Parameters Minimum Maximum Minimum Maximum 

Flow, MGD NA NA NA NA Daily Estimated 

Total Suspended Solids, mg/L NA 25 NA NA Daily Grab 

Iron, mg/L NA 1.0 NA NA Daily Grab 

Aluminum, mg/L /c NA 0.087 NA NA Daily Grab 

Total Residual Chlorine, mg/L NA 0.019 /e NA NA Daily Grab 

Chloramine as Cb, mg/L NA NA NA 4.0 Daily Grab 

Chlorine Dioxide, mg/L NA NA NA 0.8 Daily Grab 

Chlorine as Ch, mg/L NA NA NA 4.0 Daily Grab 

Chlorite, mg/L NA NA NA 1.0 Daily Grab 

pH, Standard Units 6.5 9.0 6.5 9.0 Daily Grab 

NA- Not Applicable 
/a Discharges to Waters of the State must meet the Water Quality Standards approved under 

Utah Administrative Code ("UAC'') R317-2-14 for the above parameters. 

/b Discharges for Land Disposal must meet the above limits to have a de-minimus actual effect 
on ground water quality and thus get a ground water discharge permit by rule. 

/c Permit limits, monitoring and reporting requirements for Aluminum shall not be required if 
Aluminum is not a constituent of the solution utilized as part of the water treatment process. 

/d Monitoring and sampling is required only on those days that a discharge from a facility 's 
treatment system occurs. 

/e The limit for Total Residual Chlorine is the in-stream water quality standard. Any sampling 
of the effluent that results in a non-detect that is less than 0.04 mg/L will not be considered a 
violation of this permit. 

NOTE: Any discharge that is for land disposal and ends up having an overland flow to Waters of 
the State must meet both sets of effluent limitations. 
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PART I 
Permit No. UTG640000 

NOTE: Discharges to impoundments which totally contain the flow with disposal through 
evaporation or seepage are not subject to either sets oflimits. 

e. Floating debris or soil sediment in the intake water that has been collected and 
allowed to accumulate shall be considered removed substances (see Part III. F) 
and shall not be returned to the receiving stream. Debris that has been diverted 
and/or is continually returned to the receiving stream shall not be considered 
removed and will be allowed. 

f. There shall be no discharges occurring from the dewatering of water treatment 
chemical sludge. 

2. Best Management Practices 

a. The permittee shall take such precautions as are necessary to maintain and 
operate the facility in a manner that will minimize upsets and ensure stable 
operating conditions. 

b. The permittee shall visually inspect, at least weekly, the pond(s) that receive filter 
backwash water and product water to determine if there is adequate freeboard to 
minimize the likelihood of an accidental discharge occurring. If it is determined 
that a discharge is occurring and/or there is not adequate freeboard, the 
appropriate corrective measures shall be taken immediately. 

c. Water treatment chemicals and other substances having a waste contributing potential 
shall be handled and stored with adequate protection so as to prevent any of these 
materials from entering Waters of the State. 

d. The permitee shall take precautions and have erosion control measures in place that, 
in the event of a bypass of treatment, the discharge will not cause any erosion into the 
Waters ofthe State. 
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II. MONITORING, RECORDING AND REPORTING REQUIREMENTS 

PART II 
Permit No. UTG640000 

A. Monitoring Requirements. The permittee shall visually monitor and sample with a grab sample 
all discharges, other than excess, untreated intake flows and record the following information: 

1. A description of the discharge and cause; 
2. The period of discharge including exact dates and times; 
3. An estimate of discharge volume; 
4. Concentrations of the discharge for the applicable parameters listed in this permit; 
5. Name of receiving stream; 
6. Name of person recording discharge; and 
7. Corrective steps taken if appropriate, to reduce, eliminate or prevent reoccurrence of the 

discharge. 

B. Representative Sampling. Samples taken in compliance with the monitoring requirements 
established under Part IIA. shall be collected from the effluent stream prior to discharge into the 
receiving waters. 

C. Monitoring Procedures. Monitoring must be conducted according to test procedures approved 
under Utah Administrative Code ("UAC") R317-2-10, unless other test procedures have been 
specified in this permit. 

D. Penalties for Tampering. The Act provides that any person who falsifies, tampers with, or 
knowingly renders inaccurate, any monitoring device or method required to be maintained under 
this permit shall, upon conviction, be punished by a fine of not more than $10,000 per violation, 
or by imprisonment for not more than six months per violation, or by both. 

E. Reporting Requirements. All discharges other then excess, untreated intake flows not meeting 
the permit limitations shall be reported by telephone to the Division ofWater Quality, at (801) 
536-4300 by the first workday (8:00a.m.- 5:00p.m.) following the day the permittee became 
aware of the circumstances. All reports shall contain the information required in Part II.A and 
shall be sent to the following address: 

Department of Environmental Quality 
Division of Water Quality 
PO Box 144870 
Salt Lake City, Utah 84114-4870 
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F. Records Contents. Records of monitoring information shall include: 

1. The date, exact place, and time of sampling or measurements: 

PART II 
Permit No. UTG640000 

2. The individual(s) who performed the sampling or measurements; 
3. The date(s) and time(s) analyses were performed; 
4. The individual(s) who performed the analyses; 
5. The analytical techniques or methods used; and, 
6. The results of such analyses. 

G. Retention of Records. All records and information resulting from the monitoring activities 
required by this permit shall be maintained for a minimum of three years. This period may be 
extended by the request of the Director at any time. 

H. Inspection and Entry. The permittee shall allow the Director, or an authorized representative, 
upon the presentation of credentials and other documents as may be required by law, to: 

1. Enter upon the permittee's premises where a regulated facility or activity is located or 
conducted, or where records must be kept under the conditions of the permit; 

2. Have access to and copy, at reasonable times, any records that must be kept under the 
conditions ofthis permit; 

3. Inspect at reasonable times any facilities, equipment (including monitoring and control 
equipment), practices, or operations regulated or required under this permit; and, 

4. Sample or monitor at reasonable times, for the purpose of assuring permit compliance or 
as otherwise authorized by the Act, any substances or parameters at any location. 

I. Twenty-four Hour Notice ofNoncompliance Reporting. 

1. The permittee shall (orally) report any noncompliance which may seriously endanger 
health or environment, as soon as possible, but no later than twenty-four (24) hours from 
the time the permittee first became aware of circumstances. The report shall be made to 
the Division of Water Quality, (801) 536-4300, or 24-hour answering service (801) 536-
4123. 

2. The following occurrences of noncompliance shall be reported by telephone (801) 536-
4123 as soon as possible but no later than 24 hours from the time the permittee becomes 
aware of the circumstances: 
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PART II 
Permit No. UTG640000 

a) Any noncompliance which may endanger health or the environment; 

b) Any unanticipated bypass of treatment, which exceeds any effluent limitation in the 
permit (See Part /JIG, Bypass ofTreatment Facilities.); 

c) Any upset which exceeds any effluent limitation in the permit (See Part 1/lH, Upset 
Conditions.); 

d) Violation of a maximum daily discharge limitation for any of the pollutants listed in 
the permit; or, 

3. A written submission shall also be provided within five days of the time that the 
permittee becomes aware of the circumstances. The written submission shall contain: 

a) A description of the noncompliance and its cause; 

b) The period of noncompliance, including exact dates and times; 

c) The estimated time noncompliance is expected to continue if it has not been 
corrected; 

d) Steps taken or planned to reduce, eliminate, and prevent reoccurrence of the 
noncompliance; and, 

e) Steps taken, if any, to mitigate the adverse impacts on the environment and human 
health during the noncompliance period. 

4. The Director may waive the written report on a case-by-case basis if the oral report has 
been received within 24 hours by the Division of Water Quality at (801) 536-4300. 

5. Reports shall be submitted to the address in Part IlE, Reporting Requirements. 
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III. COMPLIANCE RESPONSIBILITIES 

PART III 
Permit No. UTG640000 

A. Duty to Comply. The permittee must comply with all conditions of this permit. Any permit 
noncompliance constitutes a violation of the Act and is grounds for enforcement action; for 
permit termination, revocation and reissuance, or modification; or for denial of a permit renewal 
application. The permittee shall give advance notice to the Director of any planned changes in 
the permitted facility or activity, which may result in noncompliance with permit requirements. 

B. Penalties for Violations of Permit Conditions. The Act provides that any person who violates a 
permit condition implementing provisions of the Act is subject to a civil penalty not to exceed 
$10,000 per day of such violation. Any person who willfully or negligently violates permit 
conditions of the Act is subject to a fine not exceeding $25,000 per day of violation; Any person 
convicted under UCA 19-5-115(2) a second time shall be punished by a fine not exceeding 
$50,000 per day. Except as provided at Part 1/lG, Bypass of Treatment Facilities and Part 
1/lH, Upset Conditions, nothing in this permit shall be construed to relieve the permittee of the 
civil or criminal penalties for noncompliance. 

C. Need to Halt or Reduce Activity not a Defense. It shall not be a defense for a permittee in an 
enforcement action that it would have been necessary to halt or reduce the permitted activity in 
order to maintain compliance with the conditions of this permit. 

D. Duty to Mitigate. The permittee shall take all reasonable steps to minimize or prevent any 
discharge in violation of this permit, which has a reasonable likelihood of adversely affecting 
human health or the environment. 

E. Proper Operation and Maintenance. The permittee shall at all times properly operate and 
maintain all facilities and systems of treatment and control (and related appurtenances) which are 
installed or used by the permittee to achieve compliance with the conditions of this permit. 
Proper operation and maintenance also includes adequate laboratory controls and quality 
assurance procedures. This provision requires the operation ofback-up or auxiliary facilities or 
similar systems, which are installed by a permittee only when the operation is necessary to 
achieve compliance with the conditions of the permit. 

F. Removed Substances. Collected screening, grit, solids, sludge, or other pollutants removed in 
the course of treatment shall be buried or disposed of in such a manner so as to prevent any 
pollutant from entering any Waters of the State or creating a health hazard. Filter backwash shall 
not directly enter either the final effluent or Waters of the State by any other direct route. 
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PART III 
Permit No. UTG640000 

G. Bypass of Treatment Facilities. 

1. Bypass of treatment not exceeding limitations. The permittee may allow any bypass of 
treatment to occur which does not cause effluent limitations to be exceeded, but only if it 
also is for essential maintenance to assure efficient operation. These bypasses are not 
subject to the provisions of paragraphs 2 and 3 of this section. Return of removed 
substances, as described in Part IIIF, to the discharge stream shall not be considered a 
bypass of treatment under the provisions of this paragraph. 

2. Prohibition of bypass of treatment. 

a. Bypass of treatment is prohibited and the Director may take enforcement action 
against a permittee for a bypass of treatment, unless: 

( 1) The bypass of treatment was unavoidable to prevent loss of life, personal 
injury, or severe property damage; 

(2) There were no feasible alternatives to the bypass of treatment, such as the 
use of auxiliary treatment facilities, retention of untreated wastes, or 
essential maintenance during normal periods of equipment downtime. 
This condition is not satisfied if adequate back-up equipment should have 
been installed in the exercise of reasonable engineering judgment to 
prevent a bypass of treatment which occurred during normal periods of 
equipment downtime or preventive maintenance; and, 

(3) The permittee submitted notices as required under paragraph 2 of this 
section. 

b. The Director may approve an anticipated bypass of treatment, after considering 
its adverse effects, if the Director determines that it will meet the three conditions 
listed above in paragraph 2.a of this section. 

3. Notice. 

a. Anticipated bypass of treatment. If the permittee knows in advance ofthe need 
for a bypass of treatment, it shall submit prior notice, if possible at least ten (10) 
days before the date of the bypass of treatment. The prior notice shall include the 
following unless otherwise waived by the Director: 
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PART III 
Permit No. UTG640000 

1) Evaluation of alternative to bypass of treatment, including cost-benefit 
analysis containing an assessment of anticipated resource damages: 

2) A specific bypass of treatment plan describing the work to be performed 
including scheduled dates and times. The permittee must notify the Director 
in advance of any changes to the bypass of treatment schedule; 

3) Description of specific measures to be taken to minimize environmental and 
public health impacts; 

4) A notification plan sufficient to alert all downstream users, the public and 
others reasonably expected to be impacted by the bypass of treatment; 

5) A water quality assessment plan to include sufficient monitoring of the 
receiving water before, during and following the bypass of treatment to enable 
evaluation of public health risks and environmental impacts; and, 

6) Any additional information requested by the Director. 

b. Emergency Bypass of Treatment. Where ten (10) days advance notice is not 
possible, the permittee must notify the Director, and the Director of the 
Department of Natural Resources, as soon as it becomes aware of the need to 
bypass and provide to the Director the information in Part III G.3.a.(l) through 
(6) to the extent practicable. 

c. Unanticipated bypass of treatment. The permittee shall submit notice of an 
unanticipated bypass to the Director as required under Part ILL (Twenty-Four 
Hour Notice). The permittee shall also immediately notify the Director of the 
Department of Natural Resources, the public and downstream users and shall 
implement measures to minimize impacts to public health and environment to the 
extent practicable. 

H. Upset Conditions. 

1. Effect of an upset. An upset constitutes an affirmative defense to an action brought for 
noncompliance with technology based permit effluent limitations if the requirements of 
paragraph 2 of this section are met. Director's administrative determination regarding a 
claim of upset cannot be judiciously challenged by the permittee until such time as an 
action is initiated for noncompliance. 
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PART III 
Permit No. UTG640000 

2. Conditions necessary for a demonstration of upset. A permittee who wishes to establish 
the affirmative defense of upset shall demonstrate, through properly signed, 
contemporaneous operating logs, or other relevant evidence that: 

a. An upset occurred and that the permittee can identify the cause(s) of the upset; 

b. The permitted facility was at the time being properly operated; 

c. The permittee submitted notice of the upset as required under Part Ill, Twenty
four Hour Notice of Noncompliance Reporting; and, 

d. The permittee complied with any remedial measures required under Part !liD, 
Duty to Mitigate. 

3. Burden of proof. In any enforcement proceeding, the permittee seeking to establish the 
occurrence of an upset has the burden of proof. 

I. Toxic Pollutants. The permittee shall comply with effluent standards or prohibitions established 
under Section 307(a) of The Water Quality Act of 1987 for toxic pollutants within the time 
provided in the regulations that establish those standards or prohibitions, even if the permit has 
not yet been modified to incorporate the requirement. 

J. Changes in Discharge ofT oxic Substances. Notification shall be provided to the Director as soon 
as the permittee knows of, or has reason to believe: 

1. That any activity has occurred or will occur which would result in the discharge, on a 
routine or frequent basis, of any toxic pollutant which is not limited in the permit, if that 
discharge will exceed the highest of the following "notification levels": 

a. One hundred micrograms per liter (100 ug/L); 

b. Two hundred micrograms per liter (200 ug/L) for acrolein and acrylonitrile; five 
hundred micrograms per liter (500 ug/L) for 2,4-dinitrophenol and for 2-methyl-
4, 6-dinitrophenol; and one milligram per liter (1 mg/L) for antimony; 

c. Five (5) times the maximum concentration value reported for that pollutant in the 
permit application in accordance with UAC R317-8-3.4(7) or (1 0); or, 

d. The level established by the Director in accordance with UA C R317 -8-4. 2(6). 
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PART III 
Permit No. UTG640000 

2. That any activity has occurred or will occur which would result in any discharge, on a 
non-routine or infrequent basis, of a toxic pollutant which is not limited in the permit, if 
that discharge will exceed the highest ofthe following "notification levels": 

a. Five hundred micrograms per liter (500 ug/L)~ 

b. One milligram per liter (1 mg/L) for antimony: 

c. Ten (1 0) times the maximum concentration value reported for that pollutant in 
the permit application in accordance with UAC R317-8-3.4(9)~ or, 

d. The level established by the Director in accordance with UAC R317-8-4.2(6). 

K. Industrial Pretreatment. Any wastewaters discharged to the sanitary sewer, either as a direct 
discharge or as a hauled waste, are subject to Federal, State and local pretreatment regulations. 
Pursuant to Section 307 of The Water Quality Act of 1987, the permittee shall comply with all 
applicable federal General Pretreatment Regulations promulgated at 40 CFR 403, the State 
Pretreatment Requirements at UA C R317 -8-8, and any specific local discharge limitations 
developed by the Publicly Owned Treatment Works (POTW) accepting the wastewaters. 

In addition, in accordance with 40 CFR 403.12(p)(l), the permittee must notify the POTW, the 
EPA Regional Waste Management Director, and the State hazardous waste authorities, in 
writing, if they discharge any substance into a POTW which if otherwise disposed of would be 
considered a hazardous waste under 40 CFR 261. This notification must include the name of the 
hazardous waste, the EPA hazardous waste number, and the type of discharge (continuous or 
btttch). 
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IV. GENERAL REQUIREMENTS 

PARTlY 
Permit No. UTG640000 

A. Planned Changes. The permittee shall give notice to the Director as soon as possible of any 
planned physical alterations or additions to the permitted facility. Notice is required only when 
the alteration or addition could significantly change the nature or increase the quantity of 
pollutants discharged. This notification applies to pollutants, which are not subject to effluent 
limitations in the permit. In addition, if there are any planned substantial changes to the 
permittee's existing sludge facilities or their manner of operation or to current sludge 
management practices of storage and disposal, the permittee shall give notice to the Director of 
any planned changes at least 30 days prior to their implementation. 

B. Anticipated Noncompliance. The permittee shall give advance notice to the Director of any 
planned changes in the permitted facility or activity, which may result in noncompliance with 
permit requirements. 

C. Permit Actions. This permit may be modified, revoked and reissued, or terminated for cause. 
The filing of a request by the permittee for a permit modification, revocation and reissuance, or 
termination, or a notification of planned changes or anticipated noncompliance, does not stay any 
permit condition. 

D. Duty to Provide Information. The permittee shall furnish to the Director, within a reasonable 
time, any information which the Director may request to determine whether cause exists for 
modifying, revoking and reissuing, or terminating this permit, or to determine compliance with 
this permit. The permittee shall also furnish to the Director, upon request, copies of records 
required to be kept by this permit. 

E. Other Information. When the permittee becomes aware that it failed to submit any relevant facts 
in a permit application, or submitted incorrect information in a permit application or any report 
to the Director, it shall promptly submit such facts or information. 

F. Signatory Requirements. All applications, reports or information submitted to the Director shall 
be signed and certified. 

1. All permit applications shall be signed by either a principal executive officer or ranking 
elected official. 

2. All reports required by the permit and other information requested by the Director shall 
be signed by a person described above or by a duly authorized representative of that 
person. A person is a duly authorized representative only if: 
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PART IV 
Permit No. UTG640000 

a. The authorization is made in writing by a person described above and submitted 
to the Director, and, 

b. The authorization specifies either an individual or a position having responsibility 
for the overall operation of the regulated facility, such as the position of plant 
manager, superintendent, position of equivalent responsibility, or an individual or 
position having overall responsibility for environmental matters. (A duly 
authorized representative may thus be either a named individual or any individual 
occupying a named position.) 

3. Changes to authorization. If an authorization under paragraph IV F. 2 is no longer 
accurate because a different individual or position has responsibility for the overall 
operation of the facility, a new authorization satisfying the requirements of paragraph 
IVF.2 must be submitted to the Director prior to or together with any reports, 
information, or applications to be signed by an authorized representative. 

4. Certification. Any person signing a document under this section shall make the 
following certification: 

"I certify under penalty of law that this document and all 
attachments were prepared under my direction or 
supervision in accordance with a system designed to 
assure that qualified personnel properly gather and 
evaluate the information submitted. Based on my inquiry 
of the person or persons who manage the system, or those 
persons directly responsible for gathering the information, 
the information submitted is, to the best of my knowledge 
and belief, true, accurate, and complete. I am aware that 
there are significant penalties for submitting false 
information, including the possibility of fine and 
imprisonment for knowing violations." 

G. Penalties for Falsification of Reports. The Act provides that any person who knowingly makes 
any false statement, representation, or certification in any record or other document submitted or 
required to be maintained under this permit, including monitoring reports or reports of 
compliance or noncompliance shall, upon conviction be punished by a fine of not more than 
$10,000.00 per violation, or by imprisonment for not more than six months per violation, or by 
both. 
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PART IV 
Permit No. UTG640000 

H. Availability ofReports. Except for data determined to be confidential under UAC R317-8-3.2, 
all reports prepared in accordance with the terms of this permit shall be available for public 
inspection at the office of Director. As required by the Act, permit applications, permits and 
effluent data shall not be considered confidential. 

I. Oil and Hazardous Substance Liability. Nothing in this permit shall be construed to preclude the 
permittee of any legal action or relieve the permittee from any responsibilities, liabilities, or 
penalties to which the permittee is or may be subject under the Act. 

J. Property Rights. The issuance of this permit does not convey any property rights of any sort, or 
any exclusive privileges, nor does it authorize any injury to private property or any invasion of 
personal rights, nor any infringement of federal, state or local laws or regulations. 

K. Severability. The provisions of this permit are severable, and if any provisions of this permit, or 
the application of any provision of this permit to any circumstance, is held invalid, the 
application of such provision to other circumstances, and the remainder of this permit, shall not 
be affected thereby. 

L. Transfers. This permit may be automatically transferred to a new permittee if: 

1. The current permittee notifies the Director at least 20 days in advance of the proposed 
transfer date; 

2. The notice includes a written agreement between the existing and new permittees 
containing a specific date for transfer of permit responsibility, coverage, and liability 
between them; and, 

3. The Director does not notify the existing permittee and the proposed new permittee of his 
or her intent to modify, or revoke and reissue the permit. If this notice is not received, 
the transfer is effective on the date specified in the agreement mentioned in paragraph 2 
above. 

M. State Laws. Nothing in this permit shall be construed to preclude the institution of any legal 
action or relieve the permittee from any responsibilities, liabilities, or penalties established 
pursuant to any applicable state law or regulation under authority preserved by UCA 19-5-117. 

N. Water Qualitv-Reopener Provision. This permit may be reopened and modified (following 
proper administrative procedures) to include the appropriate effluent limitations and compliance 
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schedule, if necessary, if one or more of the following events occurs: 

PART IV 
Permit No. UTG640000 

1. Water Quality Standards for the receiving water(s) are modified in such a manner as to 
require different eftluent limits than contained in this permit. 

2. A revision to the current Water Quality Management Plan is approved and adopted which 
calls for different eftluent limitations than contained in this permit. 
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V. DEFINITIONS 

PARTV 
Permit No. UTG640000 

I. A "grab" sample, for monitoring requirements, is defined as a single "dip and take" 
sample collected at a representative point in the discharge stream. 

2. "Upset" means an exceptional incident in which there is unintentional and temporary 
noncompliance with technology-based permit effluent limitations because of factors 
beyond the reasonable control of the permittee. An upset does not include 
noncompliance to the extent caused by operational error, improperly designed treatment 
facilities, inadequate treatment facili-ties, lack of preventive maintenance, or careless or 
improper operation. 

3. "Bypass of treatment" means the intentional diversion of any waste streams from any 
portion of a treatment facility or process. 

4. "Severe property damage" means substantial physical damage to property, damage to the 
treatment facilities which causes them to become inoperable, or substantial and 
permanent loss of natural resources which can reasonably be expected to occur in the 
absence of a bypass. Severe property damage does not mean economic loss caused by 
delays in production. 

5. "Director" means Director ofthe Utah Division of Water Quality. 

6. "EPA" means the United States Environmental Protection Agency. 

7. "Act" means the "Utah Water Quality Act". 

8. "Best Management Practices" ("BMPs") means schedules of activities, prohibitions of 
practices, maintenance procedures, and other management practices to prevent or reduce 
the pollution of Waters of the State. BMPs also include treatment requirements, 
operating procedures, and practices to control plant site runoff, spillage or leaks, sludge 
or waste disposal, or drainage from raw material storage. 

9. "CWA" means Clean Water Act ofthe Federal Water Pollution Control Act. 

I 0. "Point Source" means any discernible, confined, and discrete conveyance, including but 
not limited to, any pipe, ditch, channel, tunnel, conduit, well, discrete fissure, container, 
rolling stock, concentrated animal feeding operation, landfill leachate collection system, 
vessel or other floating craft from which pollutants are or may be discharges. 
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PARTY 
Permit No. UTG640000 

11. '"Waters of the State" means all streams, lakes, ponds, marshes, water-courses, 
waterways, wells, springs, irrigation systems, drainage systems, and all other bodies or 
accumulations of water, surface and underground, natural or artificial, public or private, 
which are contained within, flow through, or border upon this state or any portion 
thereof. 

12. '"Essential Maintenance" means maintaining the facility in a way that will continue 
efficient operations to provide drinking water to communities and minimize any 
discharge to Waters of the State. This also includes any upgrade or expansion to the 
plant or process where all or part of the plant is temporarily taken offiine. 
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FACT SHEET STATEMENT OF BASIS 

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM 
GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS 

PERMIT NUMBER UTG640000 

The State of Utah in compliance with the Utah Water Quality Act, Title 19 Chapter 5 Utah Code 
Annotated ("UCA "), as amended, (the "Act'') will issue permits for drinking water treatment 
plants. 

APPROPRIATENESS OF THE GENERAL PERMIT 

Utah Administrative Code ("UAC'~ R317-8-2. 5 authorizes the issuance of general permits to categories 
of point sources within the same geographical area, which involve similar types of operations, 
potentially discharge the same types of waters, and require similar pollution control measures. There 
are approximately forty-five drinking water treatment facilities to which this general permit currently 
applies. Under normal operating conditions, these facilities do not discharge any wastewater to waters 
of the State. 

It is the opinion of the Director of the Utah Division of Water Quality that drinking water treatment 
plants in the State of Utah, as described below under Criteria for Inclusion in the General Permits for 
Drinking Water Treatment Plants, are more appropriately and efficiently controlled under a general 
permit than under individual permits. 

DESCRIPTION OF DISCHARGE 

This general permit allows for a discharge in emergency overflow situations to prevent flooding and/or 
severe property damage. In general, the water treatment plants are designed for the conditions required 
herein and should be able to meet the required effluent limitations if such systems are properly operated 
and maintained. 

This permit does allow for the discharge of untreated, excess intake water, based on best professional 
judgment, and provided no significant detrimental water quality impacts result. No chemicals can be 
added to the water prior to returning it to the original water course. The return flow must be conducted 
on a regular or continual basis so as to minimize "slugging", and the discharge must not cause excessive 
erosiOn. 

This permit does allow for a discharge which does not cause effluent limitations to be exceeded, but 
only if it is for essential maintenance to ensure efficient operation. 

BASIS FOR EFFLUENT LIMITATIONS 

Limitations on total suspended solids (TSS), Iron, Aluminum, Chlorine, and pH are based on water 
quality in-stream standards. Limitations for Chloramine, Chlorine Dioxide, Chlorine, and Chlorite are 
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based on a de-minimus actual effect on ground water quality. Limitation for Total Residual Chlorine 
(TRC) is the water quality in-stream standard. The TRC permit limit is below many of the TRC tests 
detection limit. The TRC permit limit is a conservative value because it does not take in to account any 
mixing of the discharge with the receiving water body. The footnote for TRC requires that a test result 
needs to register non-detect to comply with the permit, it also requires that a TRC test method must be 
used where the detection limit is 0.04 mg/L or below. The permit limitations are: 

Emuent Emuent Limitations Emuent Limitations Monitoring Requirements 

Characteristics For Discharges to For Discharges 

Waten of the State /a for Land Dlsposallb Measurement Sample 

Daily Daily Daily Daily Frequency /d Type 

Parameters Minimum Maximum Minimum Maximum 

Flow, MGD NA NA NA NA Daily Estimated 

Total Suspended Solids, mg/L NA 25 NA NA Daily Grab 

Iron, mg/L NA 1.0 NA NA Daily Grab 

Aluminum, mg/L /c NA 0.087 NA NA Daily Grab 

Total Residual Chlorine, mg!L NA 0.019 /e NA NA Daily Grab 

Chloramine as Ch, mg/L NA NA NA 4.0 Daily Grab 

Chlorine Dioxide, mg/L NA NA NA 0.8 Daily Grab 

Chlorine as Ch, mg!L NA NA NA 4.0 Daily Grab 

Chlorite, mg/L NA NA NA 1.0 Daily Grab 

pH, Standard Units 6.5 9.0 6.5 9.0 Daily Grab 
NA- Not Applicable 

/a Discharges to waters of the State must meet the in-stream Water Quality Standards approved under 
Utah Administrative Code ("UAC'') R317-2-14 for the above parameters for all stream 
classifications. 

/b Discharges for Land Disposal must meet the above limits to have a de-minimus actual effect on 
ground water quality and thus get a ground water discharge permit by rule. 

/c Permit limits, monitoring and reporting requirements for Aluminum shall not be required if 
Aluminum is not a constituent ofthe solution utilized as part of the water treatment process. 

/d Monitoring and sampling is required only on those days that a discharge from a facility's treatment 
system occurs. 

/e The limit for Total Residual Chlorine is the in-stream water quality standard. Due to analytical 
capability available at the time this permit was issued any sampling of the effluent that results in a 
non-detect that is less than 0.04 mg/L will not be considered a violation of this permit. 

NOTE: Any discharge that is for land disposal and results in an overland flow to waters of the State 
must meet both sets of effluent limitations. 
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BEST MANAGEMENT PRACTICES 

Best management practices for operation of the treatment system are required to ensure stable 
operating conditions and to minimize the likelihood of upsets or accidental discharges occurring. In 
addition, the requirements for the proper storage and handling of water treatment chemicals will help 
prevent any pollutants from these materials from entering waters of the State. 

REPORTING AND MONITORING REQUIREMENTS 

The permit requires that all discharges, except excess untreated intake flows, be monitored visually, 
sampled for the above parameters, and recorded as they occur. These discharges shall be reported to 
the state by telephone by the next workday and a written report shall be submitted within five days of 
the discharge to the State. 

Upon applying for the General Permit OR renewing the permit, the facility must submit the source 
water data including TSS, Metals, Organics and any other parameters that are specific to the stream 
along with the Notice of Intent (NOI). 

PERMIT DURATION 

It is recommended that this permit be effective for a duration of five (5) years. 

PUBLIC NOTICE 

Began: May 4, 2018 
Ended: June 4, 2018 

Drafted by Lonnie N. Shull III. 
Environmental Scientist 

Utah Division of Water Quality 
Drafted March 12, 2018 

Public Noticed in The Deseret News & Salt Lake Tribune 

No comments were received during the public comment period. 

DWQ-2018-002808 
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State of Utah  
 
 
 

GARY R. HERBERT 
Governor 

 
SPENCER J. COX 

Lieutenant Governor 

Department of 
Environmental Quality 

 
Alan Matheson 

Executive Director 
 

DIVISION OF WATER QUALITY 
Erica Brown Gaddis, PhD 

Director 
 
 

February 7, 2019 
 
 
Ms. Michelle DeHaan 
Quinn’s Junction Water Treatment Plant 
PO Box 1480 
Park City, UT 84060 
VIA EMAIL 
 
Subject:      UPDES General Drinking Water Treatment Plant Permit No. UTG640049 
 Quinn’s Junction Water Treatment Plant 
 
Dear Ms. DeHaan, 
 
Enclosed is your copy of the signed general permit for drinking water treatment plants.  Coverage shall 
begin February 7, 2019.  All the requirements and conditions of this permit will be in effect at that time.  
Reporting requirements as specified in the permit, should be infrequent and in the form of a letter.  Your 
treatment plant has been assigned UPDES permit No. UTG640002.  Please refer to this number in future 
correspondence. 
 
As the State agency charged with the administration of issuing UPDES Permits, we are continuously 
looking for ways to improve our quality of service to you.  In an effort to improve the State UPDES 
permitting process we are asking for your input.  Please take a few moments to complete an online survey 
(Go to www.deq.utah.gov/division-water-quality and click on the “Feedback” link on the right side of 
page.)  The results will be used to improve our quality and responsiveness to our permittees and give us 
feedback on customer satisfaction.  We will address the issues you have identified on an ongoing basis. 
 
If you have any questions with regard to this matter, please contact Lonnie Shull at lshull@utah.gov or at 
(801) 536-4381. 
 
Sincerely, 

 
Erica Brown Gaddis, PhD  
Director 
 
MG/LS/blj 
  
Attachments (1): 1.  General Permit 2018  
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UPDES General Drinking Water Treatment Plant Permit No. UTG640049

Quinn's Junction Water Treatment Plant

General Permit No. UTG640000

STATE OF UTAH
DIVISION OF WATER QUALITY

DEPARTMENT OF ENVIRONMENTAL QUALITY
SALT LAKE CITY, UTAH

AUTHORIZATION TO DISCHARGE UNDER THE

UTAH POLLUTANT DISCHARGE ELIMINATION SYSTEM
(uPpES)

GENERAL PERMIT FOR DRINKING WATER TREATMENT PLANTS

In compliance with provisions of the Utah Water Quality Act, Title 19, Chapter 5, Utah Code
Annotated ("UCA") 1953, as amended (the "Act'),

QUIIIN'S JTINCTION WATER TREATMENT PLAI\T

The drinking water treatment plant as identified in the application Permit No. UTG640049 is hereby
directed to have no discharge to Waters of the State except as allowed in accordance with the
provisions of this permit.

This general permit shall become effective on February 7,2019.

This general permit shall expire at midnight, February 6,2024.

Signed this 7s day of Febrtary,2019.

Erica Brown Gaddis, PhD
Director


